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Submission: 2003-002756-NYHB
Customer: Sprague
Terminal: SPRAGUE RENSSELEAR, NY
Vessel: B 105
Reference: Shere tanks after discharge above vessel
Purchase Order: Ref#V-03-1218
Date Reported: 5-Aug-03
Lab Reference : 83-002750-NY HB-001
Sample Designated As 1 /TK 6 W PER NO. 6 FUEL OIL
Method | Test Resulis Units
D4052 API Gravity @ 60 Deg ¥ 16.4 deg AP]
04294 Sulfur 0.481 Wi %
Lab Reference : 2003-002750-NYHB-002
Sample Designated As: TK 6 A/D MIDDLE NO. 6 FUEL OIL
Method Test Results Units
D4052 API Gravity @ 60 Deg F 16.4 deg API
D4294 Sulfur 0.480 Wit %
Lab Reference :  2003-002750-NYHB-003
Sample Designated As: TK 6 A/D LOWERNO. 6 FUEL OIL
Method Test Results Units
14052 AP Gravity @ 60 Deg ¥ 16.4 deg AP]
D4294 Sulfur 0.482 Wt %
Lab Reference :  2003-002750-NYHB-004
Sample Designated As: TK 6 A/D RUNNING NO. 6 FUEL OIL
Method Test Results Units
D4052 API Gravity (@ 60 Deg F 16.5 deg AP1
D4294 Sulfur 0.473 Wt %
Lab Reference : 2003-002750-NYHB-005
Sample Designated As: TK 6 A/D UM L COMPOSITE NO. 6 FUEL OIL
Method Test Results Units
D4052 AP Gravity @ 60 Deg F 16.6 deg API
D93 method B Corrected Flash Point >200 deg F
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Interiek Testing Services

Caleb Brett
Report of Analysis
Submission: 2003-002750-NYHB
Customer: Sprague
Terminal: SPRAGUE RENSSELEAR, NY
Vessel: B 105
Reference:
Purchase Order:
Date Reported: 5-Aug-03
Lab Reference :  2003-002730-NYHB-005 ‘
Sample Designated As: TK § A/D UM L COMPOSITE NO. 6 FUEL OIL
Method Test Resuits Units
D445 at 122 deg F Kinemnatic Viscosity @ 122°F 110.4 ¢St
D2161 Saybolt Furo] Viscosity @ 122 °F 53.3 SFS
Dg7 Pour Point -9 deg C
DY7 Pour Point 16 degF
D4294 Sulfur 0.486 Wt %
D1766 Sediment and Water 0.50 Vol %
o3 Water 0.70 Vol %
D482 @ 775deg C Ash @ 775 deg C 0.057 Wt %
D473 Sediment by Extraction 0.08 Wt %
D327% Asphaitene / n-Heptane Insolubles 0.84 Wt %
D4530 Micro Carbon Residue 54 Wt %
D240 Gross Heat of Combustion 18797 BTU/Ib
D240 Gross Heat of Combustion 149568 BTU / gal
D5762 Nitrogen 0.22 Wt %
D5708 Method A Sodium 5.66 mg / ke
D5708 Method A Vanadium <5.00 mg / kg
N
Lab Reference : 2003-003750-NYHB-006
Sample Designated As: TK 15 PER NO. 6 FUELOIL
Method Ted, Results Units
D4052 API Gravity @ 60 DesF  / 12.9 deg API
D4294 Sulfur /\(\ 1.91 Wt %
Lab Reference :  2003-002750-N -007
Sample Designated As: TK 15 A/D M%LE NO. 6 FUEL OIL
Method /Test Re?u{ti\ Units
D4052 API Gravity @& 60 Deg F 12.8 deg API
D4294 Sulfur  / 1.89 Wt %
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